SPECIAL SOCKET WRENCH

FASTENER DETAIL

SECTION A-A

DOOR OF FIXTURE

SHELL OF FIXTURE

CROSS SECTION OF FIXTURE

TYPICAL CROSS SECTION OF PEDESTRIAN UNDERCROSSING FIXTURE

TYPICAL LUMINOUS INTENSITY DISTRIBUTION

NOTES:
1. When fixture shell is installed, stiffener bolts shall be set with about 1/16" clearance between bolt head and door before placing concrete.
2. When fixture door is mounted, stiffener bolts shall be reset to barely clear inside of fixture door and inside nut shall be tightened.
3. The maximum tolerance between door and lens shall be 1/32".
4. Continuous grounding between fixtures and from fixture to grounding electrode.