ELEVATION
DETAIL A

GROUNDING LUG
GROUND CLAMP, TYPE 1 OR 4

ELECTRICAL JUNCTION BOX LAYOUT

PULL BOX, NOT PART OF ELECTRICAL WORK

IRRIGATION CONTROLLER ENCLOSURE CABINET

GROUNDING ELECTRODE

NOTES:
1. See Standard Plan H10 for other details.
2. Underground electrical work done prior to foundation installation.

IRRIGATION CONTROLLER ENCLOSURE CABINET
WIRING DIAGRAM (Typ)

JUNCTION BOX

6" x 6" x 3"
REAR-MOUNTED

15 A, CB
GFCI DUPLEX RECEPTACLE

ON/OFF SWITCH

CONDUIT FROM SERVICE EQUIPMENT ENCLOSURE

SECTION A-A

CONCRETE FOUNDATION, NOT PART OF ELECTRICAL WORK

GROUNDING ELECTRODE