1. Wye strainer and fittings must be the same size as the backflow preventer shown on the plans.
2. Backflow preventer assembly manifold pipe must be the same pipe as the supply line (main) pipe to be installed from the water meter to the backflow preventer assembly.
3. All metal in contact with soil and Portland Cement Concrete must be wrapped with 2" wide plastic backed adhesive polyethylene tape 20 mil thick with 1/2" overlap.

NOTES:
- Min 2 ft of PCC for Supply line (main) pipe 2" and larger
- Min 1 ft of PCC for supply line (main) pipe 1" and smaller
- Min 2 ft of PCC for supply line (main) pipe 2" and larger
- SEE GALVANIZED OR COPPER PIPE CONNECTION TO PLASTIC PIPE DETAIL
- Thrust block, Typ

DEPARTMENT OF TRANSPORTATION
STATE OF CALIFORNIA
NO SCALE

2010 REVISED STANDARD PLAN RSP H8

LANDSCAPE DETAILS
NO SCALE

REVISED STANDARD PLAN RSP H8