1. In unpaved areas, a raised Portland cement concrete pad of 2'-0" x 4' x width of service equipment enclosure or controller cabinet foundation shall be constructed in front of Type II service equipment enclosure.

2. Circuit breakers may be mounted in the vertical or horizontal position.