TOGETHER IN EACH CORNER WITH FOUR SPOTWELDS.

PREFORM TWO SHEETS 1/8" MILD STEEL AS SHOWN, SPOTWELD MOUNTING HOLES

INSULATION

OF LAMP TERMINAL BLOCK WITH QUICK DISCONNECT STARTING AID

HPS LAMP TERMINAL BLOCK WITH QUICK DISCONNECT

STARTING AID

HPS LAMP (Typ)

EXISTING REFLECTOR LENS

EXISTING FLUSH-MOUNTED SOFFIT LUMINAIRE HOUSING

WIRING DIAGRAM

NOTES:
1. Use no. 8 # machine screws, lockwashers and nuts for mounting ballast and terminal strips.
2. In-line fuse as required on Standard Plan ES-13B.

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS

(FLUSH-MOUNTED SOFFIT LUMINAIRE DETAILS)

NO SCALE

ES-9F