LEGEND:
- ABANDON, IF APPLIED TO CONDUCT, REMOVE CONDUCTORS
- INSTALL PULL BOX IN EXISTING CONDUIT RUN
- PEDESTRIAN BARRICADE, TYPE AS INDICATED ON PLAN
- INSTALL CONDUIT INTO EXISTING PULL BOX
- CONNECT NEW AND EXISTING CONDUIT, REMOVE EXISTING CONDUCTORS
- INSTALL CONDUCTORS AS INDICATED
- CONDUIT TO REMAIN FOR FUTURE USE, REMOVE CONDUCTORS, INSTALL PULL TAPE
- DETECTOR MOUNTING
- FOUNDATION TO BE ABANDONED
- INSTALL SIGN ON SIGNAL MAST ARM
- NO SLIP BASE ON STANDARD
- PHOTOELECTRIC CONTROL
- PHOTOELECTRIC UNIT
- EQUIPMENT OR MATERIAL TO BE REMOVED AND BECOME THE PROPERTY OF THE CONTRACTOR
- REMOVE ELECTROLIERS, FUSES AND BALLAST, TAPE ENDS OF CONDUCTORS
- RELOCATE EQUIPMENT
- REMOVE AND REUSE EQUIPMENT
- REMOVE AND SALVAGE EQUIPMENT
- SPLICE NEW TO EXISTING CONDUCTORS
- SERVICE DISCONNECT
- TELEPHONE SERVICE POINT

MISCELLANEOUS ELECTROLIERS

NEW EXISTING

<p>| | | |</p>
<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

NOTES:
1. LED luminaries shall be Roadway 2 when installed on Type 21, 21D, 30, 31 and 32 Standards, unless otherwise specified.
2. LED luminaries shall be Roadway 1 when installed on other type standards or poles, unless otherwise specified.

STANDARD ELECTROLIER

NEW EXISTING STANDARD TYPE

<p>| | | |</p>
<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

SOFFIT AND WALL-MOUNTED LUMINAIRES

PENDANT SOFFIT LUMINAIRE, TO W MPS UNLESS OTHERWISE SPECIFIED
- WALL-MOUNTED LUMINAIRE, TO W MPS UNLESS OTHERWISE SPECIFIED
- EXISTING SOFFIT OR WALL-MOUNTED LUMINAIRE TO REMAIN UNMODIFIED
- EXISTING SOFFIT OR WALL-MOUNTED LUMINAIRE TO BE MODIFIED AS SPECIFIED

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION
ELECTRICAL SYSTEMS
(LEGEND)
NO SCALE
RSF ES-1A DATED APRIL 20, 2018 SUPERSEDES RSP ES-1A DATED JULY 21, 2017 AND
REvised STANDARD PLAN RSP ES-1A