Item 12, 20 and 27 shall be ganged operated CB.

Items 1 and 6 shall be isolated from the service equipment enclosure.

Type I photoelectric control shall be used unless otherwise indicated on the plans.

Service equipment enclosure shall be provided for each service equipment enclosure as shown.

NOTES:
1. Unless otherwise indicated on the plans, service equipment items shall be provided for each service equipment enclosure as shown.
2. Connect to remote test switch mounted on lighting standards, sign post or structure when required.
3. Items 1 and 2 shall be isolated from the service equipment enclosure.
4. Type I photoelectric control shall be used unless otherwise indicated on the plans.
5. Items 3, 4 and 5 shall be ganged operated CB.